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ELECTRIC GENERAL RATE APPLICATION 2015 

 
Manitoba Hydro Undertaking #78 
 
Manitoba Hydro to produce the Facility Condition Index and a summary report (under 
advisement), indication of the weightings, and pacing and prioritization.  
 
Response: 
 
Please see the attached tables that summarizes the Facility Condition Index (FCI) for 
Manitoba Hydro’s buildings.  
 
The FCI measures the condition of the building (asset) relative to the replacement value. The 
FCI is calculated as a ratio of the sum of the near term needs of a building to maintain the 
asset divided by the replacement value. 
 
FCI =  Cost of building renovation required ($s) 
        Current replacement value of the building ($s) 
 
The lower the score the better condition of the building. An FCI of 0% – 10% is very good, 
11% – 30% is acceptable/fair, 31% - 60% poor, 61% - 100% is replace. 
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Buliding
 Size 

(sq. metres) 
FCI

 Cost of 

required 

renovations 

($000s) 

 Replacement Value 

($000s) 

Lac du Bonnet Line Maintenance Building 1,040           0.24 422$              1,757$                 

Morden Customer Service Center 2,183             0.25 1,181$           4,790$                  

177 Main Street Selkirk 1,932             0.52 2,714$           5,253$                  

805 Greenwood Ave Selkirk 2,841             0.49 2,853$           5,877$                  

Arborg Customer Service Center 3,068             0.09 184$              2,039$                  

Portage la Prairie AMD Building 297                0.17 57$                333$                     

Portage la Prairie Customer Service Center 686              0.38 484$              1,272$                 

Portage la Prairie Electrical Maintenance 27                0.53 84$                158$                    

Portage la Prairie Meter Shop 175                0.86 82$                96$                       

Portage la Prairie Vehicle Storage Building 339              0.14 54$                389$                    

Selkirk Cold Storage 232              0.37 30$                81$                      

Selkirk Line Maintenance 1,114           0.09 85$                918$                    

Steinbach Customer Service Center 1,590           0.41 1,424$           3,477$                 

Stonewall Training Center 3,068           0.54 2,074$           3,839$                 

16 Station Rd Thompson Customer Service Center 869              0.34 786$              2,342$                 

The Pas Customer Service Center 1,309           0.58 1,911$           3,321$                 

The Pas Storage 200              0.38 193$              508$                    

Thompson ARD / Communication Storage 450              0.06 34$                601$                    

Thompson CRD Hydrometrics 676              0.57 1,057$           1,839$                 

Thompson Customer Service Center 2,024           0.7 3,304$           4,730$                 

Thompson Line Maintenance 1,059           0.62 1,347$           2,158$                 

Thompson Line Maintenance Cold Storage 371              0.21 87$                418$                    

Thompson Line Maintenance and AMD Cold Storage 285                0.35 84$                240$                     

Dauphin Customer Service Center 1,962           0.58 2,608$           4,523$                 

Russell Customer Service Center 668              0.58 1,347$           2,336$                 

Swan River Customer Service Center 768              0.74 1,951$           2,651$                 

Brandon Customer Service Center 3,175           0.65 7,868$           12,160$               

Brandon Fleet Service Center 970              0.7 1,518$           2,181$                 

Brandon Gas Construction Storage Building 232              0.23 108$              467$                    

Brandon Line Maintenance Storage Building 223              0.19 82$                427$                    

Brandon Regional Office 3,545           0.58 5,511$           9,515$                 

Killarney Customer Service Center 770              0.78 1,553$           1,995$                 

Virden Customer Service Center 985              0.52 1,259$           2,423$                 

100 Sparling 655              0.19 94$                489$                    

1284 Wilkes ‐ Garage/Maintenance 257              0.61 127$              209$                    

1284 Wilkes ‐ Main 630              0.78 1,680$           2,158$                 

1284 Wilkes ‐ Storage 348              0.51 119$              232$                    

Manitoba Hydro Facility Condition Index Statistics 
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Buliding
 Size 

(sq. metres) 
FCI

 Cost of 

required 

renovations 

($000s) 

 Replacement Value 

($000s) 

1311 Notre Dame 3,967           0.42 3,942$           9,428$                 

1315 Notre Dame 9,877           0.56 10,784$         19,364$               

1320 Pacific Ave. ‐ Large Vehicle Storage 2,231           0.46 492$              1,082$                 

1330 Pacific 3,123           0.4 2,743$           6,781$                 

1840 Chevrier 14,923         0.63 17,361$         27,574$               

1840 Chevrier Carpenter Shop 1,132           0.71 806$              1,135$                 

1840 Chevrier Civil Construction Storage 297              0.12 19$                158$                    

1840 Chevrier Coverall Unheated Storage 342              0 ‐$               60$                      

1840 Chevrier Haulage Storage 892              0.05 11$                227$                    

1840 Chevrier Haulage Storage Garage 83                0.11 11$                106$                    

1840 Chevrier MM/AMD Cold Storage 1,319           0.53 218$              410$                    

1840 Chevrier Museum Trailer #1 ‐ Workshop 92                1.25 7$                  5$                        

1840 Chevrier Museum Trailer #2 ‐ Office 46                1.25 3$                  2$                        

1840 Chevrier Museum Trailer #3 ‐ Storage 46                1.25 3$                  2$                        

1840 Chevrier Museum Trailer #4 ‐ Office 92                1.25 7$                  5$                        

1840 Chevrier Overhead Construction Storage 250              0 ‐$               55$                      

1840 Chevrier PCB Storage Building 687              0.47 131$              279$                    

1840 Chevrier Site Security Building 19                0.43 59$                138$                    

33 Sutherland 1,198           0.46 2,440$           5,265$                 

35 Sutherland 6,436           0.71 11,833$         16,581$               

37 Sutherland 907              0.51 779$              1,539$                 

375 Dawson CSC 1,179           0.55 1,976$           3,567$                 

375 Dawson Garage 1,184           0.56 887$              1,581$                 

38 Sutherland 754              0.22 886$              4,047$                 

400 Dovercourt 2,995           0.45 3,132$           6,996$                 

685 Springfield 903              0.63 1,361$           2,176$                 

700 Harrow 3,844           0.49 4,147$           8,460$                 

720 Harrow 119              0.37 17$                46$                      

720 Harrow 237              0.56 272$              485$                    

820 Taylor Avenue 19,143         0.69 32,602$         46,932$               

95 Henlow ‐ Cold Storage 696              0.23 62$                275$                    

951 Grant 1,407           0.59 2,344$           3,959$                 

Manitoba Hydro Electrical Museum 640              0.57 1,672$           2,926$                 

Notre Dame Storage 884              0.59 197$              335$                    

Manitoba Hydro Facility Condition Index Statistics 


