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May 6, 2026 
 
The Public Utilities Board of Manitoba 
400-330 Portage Avenue 
Winnipeg, MB R3C 0C4 
 
Attention: Rachel McMillin, Executive Director & Secretary      VIA E-MAIL 
 
Dear Ms. McMillin: 
 
Re: MANITOBA HYDRO 2025 IRP and MNF Review –  
 RESPONSE TO DIRECTIVES 4, 5 & 7. REVIEW & VARY ORDER 63/26 
 
On April 30, 2026, the Public Utilities Board of Manitoba (“PUB” or “Board”) issued Order 63/26 
with respect to the Manitoba Hydro Integrated Resource Plan (“IRP”) and Major New Facility 
Review. Order 63/26 includes, among others, the following Directives: 
 

• Directive 4, requiring Manitoba Hydro to remove any and all personal identifying 
information from the data and analysis requested in CC/MH I-52, CC/MH I-53 a-b, and 
CC/MH I-59 a-d on May 8th.  

• Directive 5, granting the motion of GSSM in part, requiring Manitoba Hydro to file any 
available information for GSS/GSM/MH I-16 b) by May 6, 2026. 

• Directive 7, requiring Manitoba Hydro to file further responses to MEED/MH I-4 l) and 
MEED/MH I-24 b). 

 
Manitoba Hydro will be filing updated responses to CC/MH I-52, CC/MH I-53 a-b, and CC/MH I-
59 a-d on May 8th in accordance with Directive 4.  
 
Manitoba Hydro hereby provides updated responses to GSS/GSM/MH I-16 b), MEED/MI I-4 l), 
and MEED/MH I-24 b) in accordance with Directives 5 and 7. 
 
CC/MH I-57 d) references the Large Industrial Customers engagement process. In light of the 
PUB’s findings in Order 63/26 with respect to Wa Ni Ska Tan’s motion to file a full and complete 
response to WNST/MH I-5, Manitoba Hydro submits that the requirement to provide the raw data 
pertaining to the engagement with large industrial customers should be set aside. The PUB 
expressly dismissed the requirement to provide this data in relation to WNST/MH I-5 on the basis 
that the groups involved in these engagements are relatively small groups which are more likely 
to be identifiable from the information requested. That rationale applies equally to CC/MH I-57 d. 
As such, Manitoba Hydro is not in a position to provide the raw data as directed in Order 63/26 
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with respect to the engagement with large consumers and municipalities. Manitoba Hydro seeks 
a finding from the PUB that Directive 4 can be set aside with respect to CC/MH I-57 d.  
 
Manitoba Hydro appreciates the Board’s consideration of the above request. Manitoba Hydro 
respectfully requests a decision from the PUB on this matter on or before May 11, 2026.  
 
 
Yours truly, 
 
MANITOBA HYDRO LEGAL SERVICES  
Per: 
 
 
 
 
CORY A.M. TOKAR 
Legal Counsel  
 
CT/BC/GM 
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Part and 

Chapter: 

MH to PUB re Directive 1 of 

Order 39-26: Dunsky Demand 

Response Potential Study 

Page 

#: 

Pdf pg 21, 24, 25-26; 

45; 61 – 62 

Topic: Demand Response Potential Study and Resource Options  

Subtopic  

PREAMBLE: 

BC Hydro recent demand response potential assessment was filed in its most recent 

2025 IRP, reflecting savings potential for customers served at the distribution level. 

Options identified are presented in the table below:1 

 

The report describes its approach, with the first step being “market segmentation” to 

ensure customer size/rate class and geographical regions are taken into account for 

developing a range of accessible options for all ratepayers. 

 
1 Response to AMPC IR 1.3.8, Attachment 1, starting pdf page 18 of 301, available online: 
https://docs.bcuc.com/documents/proceedings/2026/doc_86328_b-6-bch-resp-intervener-ir1-
public.pdf 

https://docs.bcuc.com/documents/proceedings/2026/doc_86328_b-6-bch-resp-intervener-ir1-public.pdf
https://docs.bcuc.com/documents/proceedings/2026/doc_86328_b-6-bch-resp-intervener-ir1-public.pdf
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The demand response potential study at pdf pages 21, 24, 25-26 includes tables for 

the Top Measures and achievable potential per measure in the year 2037 for the three 

scenarios considered – low, high and AMI. However, Manitoba Hydro’s IRP is a 10-

year plan with a development time frame mainly focused on the years 2026 – 2035 

(i.e. ending before the 2037 year).  

The Demand Response Market Potential Study, at pdf page 45 of 67, states that for 

measure characterization/development:  

DR measure characterization draws on Dunsky’s database of specific demand 

reducing measures developed from a review of commonly applied approaches in DR 

programs across North America, as well as other emerging opportunities such as 

battery storage. Measures are characterized with respect to the local customer load 

profiles, and the technical and economic DR potentials are assessed for each 

measure. 

Pdf page 67 of the Demand Response Potential Study provides corrected annual 

portfolio spending and average supply cost in the year 2037: 

 

QUESTION: 

a) Please explain how market segmentation was carried out to ensure demand 

response potential was appropriately canvassed and scenarios/measures were 

developed to prioritize distribution across all customer rate classes and accounting 

for potential regional differences (such as access to natural gas, system 

limitations/opportunities, etc.).  

i. For the non-residential DR measures identified in Table A-4 (pdf page 

60 of 67), please specify which rate classes these programs relate to 

(between GSS, GSM, GSL) and explain why or why not each measure 

was included within each DR scenario – low, high, AMI, electrification. 
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b) For measure characterization/development, please provide a list of each North 

American jurisdiction where DR programs were reviewed. Please include the DR 

programs reviewed by jurisdiction, especially of any Canadian jurisdictions.  

c) For the BC Hydro Table 2 reproduced above, please specifically comment on 

whether BC Hydro’s DR potential was reviewed.  

i. Please comment on the list of programs included in BC Hydro’s review 

and whether or not they have been reviewed for potential in Manitoba. 

If a measure is not included in the DR scenarios developed for Manitoba 

Hydro please explain why not. 

d) For the low, high and AMI potential scenario ‘Top Measures’ tables provided at pdf 

pages 21, 24, 25-26, please split achievable potential by rate class and comment 

on how each rate class is proportionately represented in the demand response 

potential study.  

i. Please include in this breakdown columns for, ‘achievable potential as a 

percentage of peak load’, ‘portfolio annual spend in 2037’, ‘average 

annual cost in 2037’.  

ii. Please also provide for the ‘High Electrification’ scenario identified on 

pdf page 67. 

e) Please provide an annual version of the ‘Top Measures’ table for each scenario – 

low, high, AMI – for the years included in Manitoba Hydro’s Resource Plan so 2026 

– 2035 (i.e. includes the proposed implementation timeline).  

i. Please also provide for the ‘High Electrification’ scenario identified on pdf 

page 67. 

f) Please provide a table that aligns the Top Measures table requested in parts (d) 

and (e) (i.e. splitting by measure and by rate class) with the demand response 

measures and savings levels included in Manitoba Hydro’s IRP as resource 

options/alternatives.  

i. Where Manitoba Hydro’s included Demand Response provisions do not 

include all measures listed in the potential scenario tables, please explain 

why each was omitted. 
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RATIONALE FOR QUESTION: 

GSSM wishes to understand the approach to developing DR potential including 

underlying components of Manitoba Hydro’s proposed demand response, customer 

class participation, costs and additional potential opportunities. 

RESPONSE: 

a) Manitoba Hydro developed the demand response assumptions based on Dunsky’s 

Demand Response Market Potential study and did not perform any market 

segmentation by rate class or a regional assessment of potential demand 

response initiatives.  Please refer to PUB/MH I-88 for the breakdown of demand 

response capacity savings by segment underpinning the demand response 

assumptions sourced from Dunsky’s Demand Response Market Potential Study. 

b) Manitoba Hydro is not in a position to respond to this question, as the referenced 

material is sourced from Dunsky’s Demand Response Market Potential Study and 

Manitoba Hydro was not provided the review of the North American jurisdictional 

scan. Manitoba Hydro has not undertaken any formal review of Demand Response 

programs by jurisdiction. Please see Attachment 2 to this response which includes 

Dunsky’s “Manitoba Hydro Demand Response Strategy” filed as MIPUG/MH I-23 

a-b Attachment 1 during Manitoba Hydro’s Fiscal 2026 to 2028 GRA. Section 2.5 

of this report includes a jurisdictional review of demand response programs across 

North America. 

c) As discussed in part a), Manitoba Hydro leveraged Dunsky’s Demand Response 

Market Potential Study and the comprehensive list of measures included in the 

demand response analysis are identified in section A5.4 on pdf page 56 of 

Manitoba Hydro’s Exhibit MH-05.  

d) Please see response to part a). 

e) Please see GSS-GSM/MH I-16 e) Attachment 1 for Dunsky’s Demand Response 

Market Potential Study values for each measure across each of the scenarios 

provided (AMI, Low, High, High Electrification). Please refer to PUB/MH I-82 for 

how Manitoba Hydro utilized the information for the 2025 IRP. 

f) Please see response to part a). 
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f) For each of the four load projections, please provide a table with a breakdown of 
the share of heating equipment by type (as shown in Appendix 5, p. 58) for each 
year until 2060. For 2050 to 2060, please extrapolate from the trend from prior 
years. Please also include the annual GHG emissions (CO2e) and gas 
consumption (m3) for each type involving the combustion of fossil fuels.  

g) Please provide a table comparing all the assumptions underlying the gas demand 
forecast under the four load projection scenarios (i.e. including the sensitivity 
case). 

h) For each of the four load projections (i.e. including the sensitivity), please estimate 
the annual cost of negative carbon emissions necessary in 2049/2050 necessary 
to offset the carbon emissions from fossil fuel heating. Please provide the 
underlying assumptions and calculations. Please express the cost in terms of 
dollar per avoided CO2e and dollar per cubic meter of gas.  

i) Does Manitoba Hydro believe the cost of negative GHG emissions for the 
remaining industrial uses in 2049/2050 will be cheaper than the cost of substituting 
fossil gas for electricity, hydrogen, or biomethane? Please explain and provide 
detail.  

j) Should the title to figure A5.13 refer to “2049/2050” instead of “2024/2050”?  

k) When were the four load projections developed.  

l) Please provide actual load data that Manitoba Hydro has obtained since that time 
and describe qualitatively and quantitatively which load project this data is most 
consistent with.  

m) Since the four load projections were developed there have been several 
development that are potentially relevant to electricity load (e.g. the end of the 
consumer carbon price). Please provide a list of those and provide a qualitative 
and quantitative assessment of how they are likely to impact forecast load. 

RATIONALE FOR QUESTION: 

These questions relate, among other things, to: 

• s. 38.1(2) of The Manitoba Hydro Act, which states that “The integrated 
resource plan must be developed in keeping with the purposes and objects of 
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this Act … taking into account … the government's published energy and 
environmental policies.” 

• OIC 12/2026 issue 2: “Are Manitoba Hydro's estimates of demand for 
electrical power, electrical energy, and natural gas appropriate and represent 
a sufficient range of assumptions?”. 

RESPONSE: 

a) Manitoba Hydro recognizes that there is significant uncertainty in the timing and 
pace at which Manitoba moves towards a net-zero economy by 2050. Several 
factors have significant influence on how Manitobans change how they currently 
use energy with policy at federal, provincial and municipal levels likely to be the 
driving force in the energy transition.   

Manitoba Hydro’s role in the energy transition is to ensure there is sufficient supply 
and delivery of electricity and natural gas, and therefore the load projections 
developed for and used in the 2025 IRP are for the purpose of planning for the 
level of demand represented by a load projection as outlined in Manitoba Hydro’s 
response to PUB/MH I-8.  

Manitoba Hydro considers the 2-Medium load projection an effective and plausible 
load projection to net-zero by 2050. The 2-Medium load projection is based on 
assumptions that are neither overly optimistic nor conservative accounting for a 
reasonable growth projection that supports a pathway to a net-zero economy in 
Manitoba.  

Recognizing that various combinations of load projections inputs or factors could 
result in similar demand projections, it is acknowledged that this level of demand 
could also be required should other risks, such as risks to the existing system, 
materialize.  

The 1-Baseline and 3-High load projections represent weaker or stronger 
realizations of key uncertainties (such as economic growth, electrification, and fuel 
switching etc.), and the Load Projection Sensitivity is a stress test used to examine 
risk and uncertainty. As a result, Manitoba Hydro does not expect actual gas or 
electricity demand to be systematically higher or lower than the 2-Medium load 
projection. Based on current knowledge and assumptions, it believes actual 
demand is most likely to track close to the 2-Medium load projection, with 
deviations depending on how assumptions ultimately materialize.  
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b) Manitoba Hydro’s assumed life of fossil fuel heating equipment is set out in the 
following table: 

 

The Ontario Energy Board uses the Ontario Natural Gas Demand Side Management 
Technical Resource Manual to determine the product life of the fossil fuel heating 
equipment. The table below shows those results demonstrating that Manitoba Hydro’s 
assumed  values are in line with industry standards. 

 

c) The 3-High load projection still shows 16% natural gas heating because existing 
systems are not assumed to retire early, in alignment with the Guiding Principle 
(please see Section 2 of Appendix 5) that limits the premature removal of existing 
systems that have not reached end of useful life. 

d) Under the 3-High Load Projection, fossil fuel heating equipment would persist until 
approximately 2049/50. It is assumed that there are no new natural gas 
installations after 2030 and no replacement at end of life after 2034/35. Systems 
installed up to 2030 remain until their natural end-of-life, implying full phase-out 
around 2050. The percentage of fossil fuel heating equipment is 51% in 2024/25 
and is projected to be 16% in 2049/50. The value would continue to decrease until 
it reached 0% at which point no fossil fuels systems are present.  

e) To avoid premature replacement purely through natural turnover, Manitoba Hydro 
would have needed to assume no fossil-fuel replacement at the end of life by about 
2030 (20-year assumed life results in full turnover by ~2049/50). Instead, Manitoba 
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Hydro set the restriction at 2034/35 to capture a broad range of potential futures 
and avoid overly policy-driven assumptions. 

f) Please see the following tables.  
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Please refer to MEED-MH I-11-b for relevant GHG emissions data related 
to space heating and other natural gas appliances by residential, 
commercial, and small industrial customers. Further disaggregation by 
category cannot be provided. 

Extrapolation beyond 2050 is out of scope of the 2025 IRP. 
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As outlined in Manitoba Hydro’s response to PUB/MH I-72, the economics of 
negative emissions technology operations are outside the scope of the 2025 IRP 
and would depend on factors external to Manitoba Hydro’s planning mandate; 
however, it is assumed that the economics of CCS (in certain large industrial 
applications) are superior to direct-air carbon capture and sequestration. 

As outlined in Section 3.9 (Fossil Fuel Elimination in Ground Transportation and 
Space Heating) in Appendix 7.2 – Modelling & Analysis Results, in terms of electric 
system costs, associated net system costs, and energy rates, the load projection 
sensitivity represents a less cost-effective pathway to a net-zero economy in 
Manitoba than what was assumed for 2-Medium and 3-High load projections. 
While a similar sensitivity was not undertaken for the use of remaining fossil fuels 
in industrial applications, it would be reasonable to assume the conclusions would 
be comparable. 

j) Yes, the correct title for Figure A5.13 is: “Space Heating Customer Shares 
(2049/50)”. 

k) Load Projections 1, 2 and 3 were developed in Fall of 2024. The Sensitivity 
Projection was initiated in January of 2025.  

l) In the first two years of the forecast, gas demand results across all four scenarios 
(LP1, LP2, LP3, and the Sensitivity case) are broadly comparable and closely 
aligned with actual outcomes, reflecting that the key policy, technology, and 
behavioral assumptions differentiating the scenarios are not yet realized in the 
near term and primarily affect medium- to long-term demand, resulting in similar 
forecast errors of approximately −3 to −4 percent. The confidential portions of this 
response have been highlighted and redacted from the public record. Manitoba 
Hydro is seeking confidential treatment of the redacted information contained in 
this response pursuant to redaction code 9a. The reasons for confidential 
treatment specific to this Information Request are further detailed in the cover letter 
accompanying the submission of Round I Information Requests, in accordance 
with Rule 37.  
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Part and 

Chapter: 

Appendix 7.1 and 7.2 Page 

#: 

 

Topic: Modelling Approach 

Subtopic Benefit-cost analysis 

PREAMBLE: 

 

QUESTION: 

a) Are the net system cost values outputted directly from the PSR model, or 

calculated through post-processing?  

b) Please list and describe the spreadsheets used to calculate the net system cost 

values. Please provide those spreadsheets for each scenario considered.  

c) Please provide a full list of the benefit and cost categories that are and are not 

monetized and accounted for in Manitoba’s net system cost calculations. Please 

provide this in a table with columns listing the type of impact, a description of the 

impact, and whether/how it is monetized and included in the net system cost 

calculations (including flags for instances where it is only partially accounted for). 

Please include in the table all of the impacts listed in Part 4 National Standard 

Practice Manual For Benefit-Cost Analysis of Distributed Energy Resources, 

August, 2020 (link, commonly known as the “NSPM”), including those described in 

table 4-1. Please also note each instance where an impact cannot be modelled 

due to the design of or limitations of PSR’s model. 

d) How did Manitoba Hydro decide which impacts categories (i.e. costs and benefits) 

to include in its calculation of net system costs? Did Manitoba Hydro consult any 

reports or manuals on cost-benefit analysis? If yes, please provide links to those 

(or attach any not available on-line).  

e) Which of the traditional cost-effectiveness tests best describes or corresponds with 

the approach to calculating net system costs used by Manitoba Hydro. (For a 

description of the traditional cost-effectiveness tests, see Appendix E, starting at 

PDF page 261, of the NSPM).  
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f) Do the net system cost calculations account for avoided fossil fuel costs aside from 

natural gas (e.g. gasoline, petroleum, propane, oil, and diesel), in whole or in part? 

Please explain in detail. For example, do the calculations account for avoided 

gasoline costs associated with higher electric vehicle uptake in the higher load 

growth projections? If not, please provide a rough estimate of said benefits.  

RATIONALE FOR QUESTION: 

Among other things, these questions explore and clarify the modelling approach used 

and the inputs.  

RESPONSE: 

a) The net system cost outputs, as presented in Appendix 7.2, are calculated through 

post-processing, as described in Appendix 7.1 Section 9.2. 

b) Please refer to the response to PUB/MH I-45 part a) and Attachment 1 to that 

response, which provide summary tables of net system cost calculations for the 

scenarios, sensitivities, potential development plans, and supporting Least Regret 

Analysis plans. Manitoba Hydro has separately provided a copy of PUB/MH I-45 

part a) (public version) in Excel format to the PUB and Interveners. 

c) Details of the net system cost calculations are provided in Section 9.2 of Appendix 

7.1. This includes a full listing of the costs and benefits that are monetized and 

included in the net system cost calculation. A table summarizing this information is 

provided below for reference.  
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Table 1:Summary of Cost and Benefits in Net System Cost Calculation 

Description Cost/Benefit Type  

Revenues from signed firm export contracts Benefit Fixed Costs and 

Revenues  Operating & administrative costs (includes the 

Program Administration Costs for Efficiency 

Manitoba’s Demand Side Management (DSM) 

projected savings) 

Cost 

Net financing costs Cost 

Depreciation & amortization costs; Cost 

Taxes (Capital and Other) – partial, for serving 

existing system; 

Cost 

Fuel & power purchase costs – partial, for serving 

existing system 

Cost 

Revenue categorized as other Benefit 

Costs categorized as other Cost 

Additional revenue requirement – includes net 

income to keep financial targets whole 

Cost 

Cost of gas sold Cost Incremental Costs 

Associated with 

Different Load 

Projections 

Marginal changes to underlying expenses for gas 

and electric Transmission & Distribution, 

encompassing operating &administrative costs, 

net financing costs, depreciation & amortization 

costs, and taxes 

Cost 

Opportunity export revenue Benefit Variable Costs and 

Revenues output from 

each Model Run 
Fixed expenses associated with new supply 

resources, including: capital investments and fixed 

operating and maintenance costs, taxes, and 

Program Administrator Costs (assuming 100% 

incentives) for Additional Energy Efficiency 

Cost 

Variable production costs, including: fuel costs, 

variable operating and maintenance costs, GHG 

emission pricing, market purchases, and water 

rental costs 

Cost 

 

The table above does not provide a full list of the benefit and cost categories 

monetized and accounted for in Manitoba’s net system cost calculations based on 

the Part 4 National Standard Practice Manual For Benefit-Cost Analysis of 

Distributed Energy Resources (“NSPM”), August, 2020.  
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Manitoba Hydro is unable to complete an assessment of the costs and benefits 

and related utility impacts listed in the NSPM manual in the timeline provided to 

respond to all information requests received. A proper assessment of whether 

these impacts can be modelled would require a thorough review of the NSPM 

manual and how they relate to Manitoba Hydro’s own analysis.  This review is 

expected to take approximately 40 hours of work, which is a very cursory estimate 

of time required and would need to be confirmed. Producing a full list of the benefit 

and cost categories that are and are not monetized and accounted for in 

Manitoba’s net system cost calculation would take additional analysis time I 

estimated at a cursory level of at least an additional 40 hours. 

d) The categories included are specific to the resources considered and were based 

on approximating the categories that are generally included as costs and revenues 

in Manitoba Hydro’s consolidated financial statements. No other reports or 

manuals on cost-benefit analysis were directly consulted. 

e) Manitoba Hydro is unable to complete a comparison of the approach used for the 

IRP and the cost-effectiveness tests as described in the NSPM in the timeline 

provided to respond to all information requests received. A proper comparison 

would require a thorough review of the NSPM manual and how the tests outlined 

compare or not to the approach followed in Manitoba Hydro’s own analysis. 

Undertaking this review is expected to take approximately 40 hours of work 

(concurrent with the review work estimated in part c).  

f) The net system costs do not account for avoided fossil fuel costs that would be 

captured by customers. Please see the response to MEED/MH I-2a for a 

description of how these costs were included in the energy wallet analysis of the 

IRP.  
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